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Model J Compressors
Terminal Wiring Diagrams

N

-

U3 Across the Line Starting | |, |3 \
2Pl (0S3
op2 s2
st
@c
Internal Thermostats Internal Thermistors /
111 L3 Part Winding Starting || |, 5 \

Internal Thermostats

Internal Thermistors

Internal Thermostats Internal Thermistors

{ T'Stat #1 F--QP1
q

-
i

=Tt
1

=T
1

.-

H
T
HE

—-p--
1

Control Protector
Circuit Power

Single voltage module Dual voltage module

AN

Control Protector
Circuit Power

Solid State Solid State ®
Module {3 w2 11 12 Module (i m2 11 12 1 22
203
80
2 O O30 S3 S2 S1 C. D 6O O30 S3 S2 S1 C. Lo Hi
S2 (0 S2 (0
s s
@ & Gcer | @ & Gcw |

Terminal Plate Terminal Plate

Internal thermistors should be checked with an ohmmeter. The resistance should be between 65 and 105 ohms

depending on their temperature. Module trip point is 100 ohms.

With the dual voltage module connect jumper from Lo to L2 for 120 volts or from Hi to L2 for 208-230 volts.

Terminals C and L1 are internally common and at the same voltage.
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